
CITY OF MOUNTAIN VIEW 

Dtpanmmt 

SFUND RECORDS CTR 

88172100 

MOUNTAIN VIEW, CALIFORNIA 
94042 

Publ ic Works 

Waste Water Div is ion 

Industr ia l  Wastes Sampl ing 

L ) / A  O 

SFUND RECORDS CTR 

2807-91929 

Siltec 
405 National Avenue 
Mountain View, Cal i fornia 94043 

Attent ion:  

Date: October 12. 1979 

Gentlemen: 

SEWAGE VIOLATION NOTICE »-« 

A sample of  the l iquid Industr ia l  waste being discharged into the Ci ty of  

Mountain View's sewer system by your operat ions on October 11. 1979at 

11:15 A.M. showed a pH value of  11.  5 » 

Arw such acid concentrat ion can ser iously interfere wi th waste t reat

ment processes at  the sewage t reatment p lant and could give cause for  the 

l iabi l i ty  for  the expense of  re-establ ishing bacter io logical  processes. 

Sect ion 35.32.10 of  the Ci ty Code has set  acceptable l imi ts for  pH between 

5 5 and 10*0 wi th a value of  7.0 being considered neutral .  In view of  the 

ser iousness of  th is type v io lat ion,  i t  is requested that  correct ive act ion 

be taken immediately.  

When required by the Director of  Publ ic Works.measurements,  tests and 

analyses of  the character ist ics of  wastes shal l  be made at  the expense of  

-he discharger.  You may be requested to pay for  an analysis at  any t ime 

that the qual i ty of  your industr ia l  wastes is  known or suspected to be in 

v io lat ion of  the provis ion of  Ci ty Code Sect ion 35.32. 

Sincerely,  

CITY OF MOUNTAIN VIEW 

9 

W. Paulk 

Waste Water Super intendent 
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